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Category 7 4-pair outlet termination instructions 

1

3 4

7 8 9 10

5 6

1X
!

3X

11.5-14mm

(0.45”-0.55”) !

44mm (±6mm)
1.75” (± .25”)

✓

8X

≤ 1mm (0.04”)

✖

✖

✓

4-pr, 23 AWG, F/STP solid

✖

8-12mm
(0.32”-0.47”)

360˚

!



R
ev

. 
A 

  
0
3
/0

5
  

 1
0
0
.1

3
7
3
2

15

12

To assist safe installations, comply with the following:

A. Use caution when installing or modifying telecommunications circuits.

B. Never touch uninsulated wire terminals unless
the circuit has been disconnected.

C. Never install this device in a wet location.

D. Never install wiring during a lightning storm.
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